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3” 115”7] 0.31
4” 116”| 0.33
GATE 6" [17"] 0.36
8” 120”| 0.42
12”7 (24”| 0.50
16” [30”| 0.63
20” |36”} 0.75
24” 142”] 0.88
BUTTERFLY 30" 1487 1.00
VARVES 36” |54”|1.13
42” |160”| 1.25
| 48” [667] 1.38

CLASS ”C”

CONCRETE
-

NOTE:

FOR VALVES LARGER
THAN 48" THE SUPPORT
SHALL BE DESIGNED BY
A STRUCTURAL ENGINEER.
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